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Central Compressor 
Plant

Flow Station #1

Flow Station #2

Flow Station #3

Central Power 
Plant

Gathering Center #1

Gathering Center #2 20 32.5

Gathering Center #3 2 0 17

2 0 50
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1 0 25

2 0 5.0
3 0 36.0

4 0 36
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4 0 36 
2 0 5.0

2 0 3.5 
10 1.4 
4 0 22.6

2 0 3.5
10 1.4
4 0 22.6
3 0 26.6

2 0 3.5 
1 0 1.4
4 0 22.6

1 0 26

1 0 100

2 0 42.5 
1 0 5.0 
1 0 310.5

3 0 42.5 
1 0 310.5 
1 0 5.0

2 0 42.5 
1 0 5.0 
1 0 310.5
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-3 0 25

1 0 5.0 125.0
36 capacity capacity

2 0 5

2 0 5

-2 0 25

125.0
capacity

2 0 7.5 
35 capacity

3 0 7.5 
A5 capacity

1 0 7.5 
60 capacity

-2 0 25

+1 0 7.5

-1 0 17 -10 17 
+1 0 
+10



LOCATION

Well Pads A.B.C.D, 
E,F,G,H,J,M,N,Q.R, 
S,X,Y

Seawater Treatment 
PI ant

Injection Plant 
East

Injection Plant 
West

PSD I 
TURBINES

INCREMENT II 
TURBINES HEATERS

16 0 10.0

WATERFLOOD 
TURBINES HEATERS

3 0 no 
2 0 60

5 0 16 2 0 50

PSD IV SWAP I SWAPTT
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8 0 4

5 0 16 2 0 50 25 capacity

+-^ (3 no

+4 0 4.0 +7P0
1 0 ?5 caDacity

+7P0
+a p A capacity

* Turbine are in MHP
* Heaters are in mm BTU/hr



ARCO/SOHIO
TOTAL PSD PERMITTED UNITS AT PRUDHOE BAY, ALASKA

Central Compressor Plant
Arco

Flow Station #1
Arco

Flow Station #2
Arco

Flow Station Central Power Plant
Turbines Heaters Turbines Heaters Turbines Heaters Turbines Heaters Turbines

1 @ 25 1 0 26 3 0 5.0 125 mm 4 0 36 1 0 100 4 0 36 125 20 25
3 0 36.0 BTU/hr 4 0 5.0 4 0 5 capacity
36 MHP 
capacity

capacity

SOHIO SOHIO SOHIO
Gathering Center Gathering Center Gathering Center Well Pads A, B, C, D, E, F, G,

#1 #2 #3 J, M, N, 0. R. S, X,
Turbines Heaters Turbines Heaters Turbines Heaters Turbines
2 @ 3.5 2 0 42.5 2 0 32.5 3 0 42.5 1 0 17 2 0 42.5 16 0 10
1 @ 1.4 1 0 5.0 2 0 3.5 1 0 310.5 3 0 3.5 1 0 5.0
4 0 22.6 1 0 310.5 10 1.4 1 0 5.0 2 0 1.4 1 0 310.5
3 @ 7.5 35 capacity 40 22.6 45 capacity 4 0 22.6 60 capacity

3 0 26.6 1 0 7.5
3 0 7.5 1 0 5.0

ARCO SOHIO
Seawater Treatment Plant Injection Plant East Injection Plant West

Turbines Heaters Turbines Heaters Turbines Heaters
8 0 4 6 0 110 5 0 16 2 0 5.0 5 0 16 2 0 5.0

2 @ 60 4
1

4.0
25

750 capacity 4 (3 4.0 
25 capacity

750 capacity

*Turbines are in MHP 
*Heaters are in mm BTU/hr




